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Electrical potential equalisation can be achieved with the two options described below between the 
module frame and the substructure: 

Potential equalisation through conductive terminals 

Instead of the standard module clamps (item no. 22331, 22623, 22624, 22625), the conductive terminals 

(item no. 23107, 23108, 23109, 23110) installed. 

One earthing screw MSP-FR-GS (Art. 2013706) is used when using the conductive clamps are not required! 

 

Extract from the MSP-FR-EW installation 
instructions: Fig. 19 & 20 

 
 

VDE tested 

Bericht: COTR_10272_2024-40169-20240521 

 

 

Potential equalisation through earthing screw 

Alternatively, potential equalisation can be established using the MSP-FR-GS earthing screw (item 2013706) 
be installed. The screw must be used in accordance with the MSP-FR installation instructions. 

 

13 Extract from the MSP-FR-S installation 
instructions: Fig. 21 
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